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SWLX40U-XX-SL170E

SOUTHEASTERN-TANK

PLC: N/A
Cell: SIERRA AIRLINK LX40
UPS: 12VDC battery backup

Page Sheet Description
00 COVER COVER_PAGE
01 01 CONTROL_POWER
02 02 DIGITAL_INPUTS_OUTPUTS
03 03 ANALOG_INPUTS_OUTPUTS
04 04 PANEL_CUTOUTS
05 05 BACKPLATE_LAYOUT
06 06 BOM
07 07 MODBUS_MAPPING
%Vb)ﬁé’_upi’/@?f 170E LEC, Incorporated
TOCATION. DRAWNGY DATE DWG. CKD. BY EROA,\?SXO:\]Z,GS 39043 PR
AC,TN MR | 11/01/22 cp PHONE- (601) 939-8535 ég({(lo
0 08/28/2023 M8 cP SUBMIT FOR APPROVAL REFERENCE NO. SHEET: DRAWING NO. FAX- (601) 939-7495 V
REV. DATE oR. oK. DESCRIPTION SWLX40U-XX-SL170E| COVER | COVER www.lecinc.com




TO PANEL GND
L1 N e
T T I =
| | I
|
cUSTOMER | | !
SUPPLIED | | / GND
VOLTAGE
y120VAC e — — — — — — — _ - - - Ny
BATT 1
g
RED | BLACK
4
B+ POWER SUPPLY B-
120VAC 120VAC DRC-60A Ns
1
+12VDC ovbe GND3
/+12VDC =T RED BLACK GND
/ 5A
SIERRA WIRELESS
+12VDC rep [F12VDC OVDCleLAck GND
LX40
+12VDC white|  SIG
SEA LEVEL
+12VDC [+12vDC ovDC GND
170E
CONVERTER
+12VDC [+12vDC ovDC GND
BO8NZV88MC
+5VDC ovDC
M{
5A
+12VDC -13vpe
120VAC

LEGEND

/ DENOTES A TERMINAL BLOCK POINT
% DENOTES ITEM REMOTE FROM CONTROL PANEL
———DENOTES WIRING EXTERNAL TO CONTROL PANEL

!
<

LEC, Incorporated
P.O. Box 127

SWLX40U-XX-SL170E
COMMS_PANEL
LOCATION: DRAWN BY DaTe DWG ORD BY
AC,TN 11/01/22 CcP
0 08/28/2023 MmB cP SUBMIT FOR APPROVAL REFERENCE NO. SHEET: DRAWING NO.

BRANDON MS 39043
PHONE- (601) 939-8535

DATE

DR,

CK.

DESCRIPTION

SWLX40U-XX-SL170E| 01

CONTROL _POWER

FAX- (601) 939-7495

www.lecinc.com

LET



AutoCAD SHX Text
N

AutoCAD SHX Text
N

AutoCAD SHX Text
L1

AutoCAD SHX Text
TO PANEL

AutoCAD SHX Text
GND

AutoCAD SHX Text
GND

AutoCAD SHX Text
N

AutoCAD SHX Text
120VAC

AutoCAD SHX Text
120VAC

AutoCAD SHX Text
VOLTAGE

AutoCAD SHX Text
SUPPLIED

AutoCAD SHX Text
CUSTOMER


SOLID-STATE

OPTO-INPUTS

ANALOG INPUTS

RELAYS

x -
Q

£ 2

~

) =N

~

o

w

~

©

©

<«

©

~

o

170E Digital Inputs/Outputs

Solid-State Relay Outputs

1

I N

©
|

@
L

Y, N —
o ®) O

12VDC Red TB

Optically Isolated Inputs

LEGEND:

/ DENOTES A TERMINAL BLOCK POINT
% DENOTES ITEM REMOTE FROM CONTROL PANEL
——— DENOTES WIRING EXTERNAL TO CONTROL PANEL

MAX
60VDC
2.5A
—I
] |
O o o)

GND Green TB

Dry Contact
Switch Sensing

1000VDC Isolation

SWLX40U-XX-SL170E
COMMS_PANEL LEC, Incorporated
LOCATION: DRAWN BY DATE DWG. CKD. BY EROA'\?SXOP\IZKAS 39043
AC,TN 11/01/22 cP PHONE- (601) 939-8535
0 08/28/2023 MB CcP SUBMIT FOR APPROVAL 'REFERENCE NO. SHEET: DRAWING NO. FAX_ (601 ) 939_7495
REV. DATE o o DESCAIPTION SWLX40U-XX-SL170E| 02 ANALOG /O www.lecinc.com

EC




SOLID-STATE

OPTO-INPUTS

ANALOG INPUTS

2 3 4 5 6 17

RELAYS

1

QOPwWR
QAct

2

1. C 2 ¢C

.>

1

G

* Ground Internally

*

Connected

ANALOG INPUT RANGE

170E Analog Inputs

1 2

Eight 12-Bit Single-Ended A/D Inputs

3 4

5 6 7

LEGEND:

/ DENOTES A TERMINAL BLOCK POINT
3% DENOTES ITEM REMOTE FROM CONTROL PANEL
——— DENOTES WIRING EXTERNAL TO CONTROL PANEL

8 G

© OO

©L OO

0-10vDC
(N white 5—1 Tank Level
50 Transmitter
e 0-10v
e} O O O O O O O
GND Green TB 12VDC Red TB
SWLX40U-XX-SL170E
COMMS._PANEL LEC, Incorporated
o T B ST OANSONTS 39043 —_
AC,TN MR 11/01/22 cp PHONE- (601) 939-8535 i{«@o
4 08/28/2023 MB cP SUBMIT FOR APPROVAL REFERENCE NO. SHEET: DRAWING NO. FAX- (601) 939-7495 V
REV. DATE o " DESCRIPTION SWILX40U-XX-SL170E| 03 DIGITAL_I/O www.lecinc.com




—

LEFT VIEW

N

20.8660
H— 2.0000 g

3.1250

|"M"|

7Y

i

ENCLOSURE PENETRATIONS

J

A

A\ WH

S

LEGEND:

/ DENOTES A TERMINAL BLOCK POINT
% DENOTES ITEM REMOTE FROM CONTROL PANEL
———DENOTES WIRING EXTERNAL TO CONTROL PANEL

RIGHT VIEW

—

20.8660

3.1250

2.0000 —1

0

_J0

SWLX40U-XX-SL170E

COMMS_PANEL

LOCATION: DRAWN BY DATE DWG. CKD. BY
AC,TN 11/01/22 CP
4 08/28/2023 MB CcP SUBMIT FOR APPROVAL REFERENCE NO. SHEET: DRAWING NO.
REV. DATE [Z) oK DESCAIPTION SWLX40U-XX-SL170E| 04 PANEL CUTOUTS

LEC, Incorporated

P.O. Box 127
BRANDON MS 39043
PHONE- (601) 939-8535
FAX- (601) 939-7495
www.lecinc.com

ES




LEGEND:

/ DENOTES A TERMINAL BLOCK POINT
% DENOTES ITEM REMOTE FROM CONTROL PANEL
———DENOTES WIRING EXTERNAL TO CONTROL PANEL

BACK PLATE LAYOUT

Y S —
A
S 5
BBVV L < o
00000000 ©© N
w ] " |
visc|vbe 5% 3.5 )
O SE_ o
o3 " N L
@) EN— L_IIJ > |_
1l Et— LIJ L(? %
ofe/i —1 ¥ |3 U
o = (Q\|
o ; — %
2 . < O
olo| g 0
G N L <
ONONG®) i )

***Do not cover the device sticker with Velcro***
***Place Velcro around the sticker ***

- 7.50" -

e
(Jlo]|o —_12VDC —_5VDC GND

o | |
) 1 |BATTERY |
SWLX40U-XX-SL170E
COMMS PANEL LEC, Incorporated
LOCATION; DRAWN BY DATE DWG. CKD. BY EF?AI\?SXO:\IZIGS 39043 Ca
AC.TN MR | 11/01/22 cp PHONE- (601) 939-8535 {(((@0
0812812023 I3 cp 'SUBMIT FOR APPROVAL 'REFERENGE NO. SHEET: DRAWING NO. FAX- (601) 939-7495 )/
DATE DR CK. DESCRIPTION SWLX40U-XX-SL170E| 05 BACKPLATE LAYOUT www.lecinc.com




BILL OF MATERIALS

LEGEND:

/ DENOTES A TERMINAL BLOCK POINT
% DENOTES ITEM REMOTE FROM CONTROL PANEL
——— DENOTES WIRING EXTERNAL TO CONTROL PANEL

Item Description Manufacturer Part No. Quantity
1 12 x 10 NEMA Enclosure POLYBOX PC121006HOLB 1
2 Backplate POLYBOX BP1210STLW 1
3 Sierra Wireless LX40 Sierra Wireless 1104579 1
4 Custom Mounting Bracket EEG Ancilamy 1
5 LTE Hinged Antenna - Taoglas Taoglas TG.09.0113 1
6 Sealevel 170E 1O Module Sealevel 170E-RCHS 1
7 3 ft Ethemet Cable - Between Sea Level and LX40 Amazon 160012-BLK-3x5 |
8 Wire, Wire Labels, Temminal Block Labels, Wire Anchors LEC Ancilamry 1
9 12v -5v Step down buck transformer Amazon BO8BNA/8BMC 1
10 CONN TERM BLK GROUND 10-22AWG 1010100000 1
11 12 Volt 1.3 AH, F1 Temminal, Rechargeable SLA AGM Batiery MightyMax ML1.3-12 1
12 Fuse Block Holder 24V Allied Electric CAFL4U(L)/24V 2
13 Fuse Block Holder 110V Allied Electric CAFL4U(LY110V 1
14 Fuse (5A) Bussman BK/AGC-5-R 2
15 Fuse Block Side Plate Allied Electric EPCAFL4U 2
16 Regular Din Rail (8 inches) AB 2511120 5
17 Terminal Block End Anchors Weidmueller 1061200000 4
18 Red Terminal Block Phoenix Contact 3273158 1
19 Green Termminal Block Phoenix Contact 3273162 1
20 Yellow Terminal Block Phoenix Contact 3273160 1
21 Din Rail Power Supplies 59.24W 13.8V 2.8A w/Baitery Charger Mean Well DRC-60A 1
22 NEMA 4X Vent Kit for Enclosure Saginaw SCE-BVK 2
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